
WALL PARTITION
SEE SCHEDULE

H.M. FRAME AND DOOR,
PAINTED

CONT. SEALANT
BOTH SIDES

HEADER - SEE
STRUCTURAL1/2"

H.M. DOOR AND FRAME,
PAINTED

SEALANT AND BACKER
ROD W/SHIM BOTH SIDES 2

"

CMU WALL - REF PLAN FOR TYPE

WALL TYPE

REF

EQ EQ

WALL PARTITION
SEE SCHEDULE

H.M. FRAME, PAINTED

CONT. SEALANT
BOTH SIDES

DOUBLE STUD

1 15/16"2 3/8" 1 9/16"

H.M. DOOR AND FRAME,
PAINTED

SEALANT AND BACKER
ROD W/SHIM BOTH SIDES

BOND BEAM - REF STRUCTURAL

WALL TYPE

REF

4
"

EQ EQ

H.M. DOOR AND FRAME,
PAINTED

SEALANT AND BACKER
ROD W/SHIM BOTH SIDES

5 3/4"

CAST-IN-PLACE WALL -
REF STRUCTURAL

3" E.I.F.S.

H.M. DOOR AND FRAME,
PAINTED

SEALANT AND BACKER
ROD W/SHIM BOTH SIDES

5 3/4"

CAST-IN-PLACE WALL -
REF STRUCTURAL

3" E.I.F.S.

V
A

R
IE

S

DRIP

METAL
FLASHING

D1 - FLUSH DOOR

D
O
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R
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E

IG
H

T

WIDTH

DOOR

D2 - VISION PANEL

D
O

O
R

 H
E

IG
H

T

3
'-
6
"

6" 5"

6
"

D3 - VISION PANEL

D
O

O
R

 H
E

IG
H

T

WIDTH

DOOR

3
'-
6
"

6"

6
"

6"

F1

S
E

E
 S

C
H

E
D

U
L
E

2
" 2" SCHEDULE

SEE

2"

F2

S
E

E
 S

C
H

E
D

U
L
E

4
" 2" SCHEDULE

SEE

2"

H.M. DOOR AND FRAME,
PAINTED

SEALANT AND BACKER
ROD W/SHIM BOTH SIDES

5 3/4"

CAST IN PLACE WALL - REF
STRUCTURAL DWGS

4
"

2"

H.M. DOOR AND FRAME,
PAINTED

SEALANT AND BACKER
ROD W/SHIM BOTH SIDES

5 3/4"

2
"

CAST IN PLACE WALL - REF
STRUCTURAL DWGS

2"

EXTERIOR
FRAMED WALL -
SEE SECTION

H.M. FRAME, PAINTED

CONT. SEALANT
BOTH SIDES

E.I.F.S.

EXTERIOR
FRAMED WALL -
SEE SECTION

H.M. FRAME, PAINTED

CONT. SEALANT
BOTH SIDES

DRIP

METAL
FLASHING

E.I.F.S.

EXISTING WALL CONDITION
VERIFY IN FIELD

EXISTING WALL CONDITION
VERIFY IN FIELD

H.M. DOOR AND FRAME,
PAINTED

SEALANT AND BACKER
ROD W/SHIM BOTH SIDES

5 3/4"

CAST IN PLACE WALL - REF
STRUCTURAL DWGS

4" CMU WALL

H.M. DOOR AND FRAME,
PAINTED

SEALANT AND BACKER
ROD W/SHIM BOTH SIDES

5 3/4"

STEEL ANGLE - REF
STRUCTURAL DWGS

4
"

7/8"

EXISTING CAST-IN PLACE
STRUCTURAL WALL

4" CMU WALL

BASEMENT LEVEL

759' - 2 1/2"

CONCRETE SLAB -
REFER TO
STRUCTURAL DWGS

ALUMINUM
THRESHOLD

EXTERIOR INTERIOR

EXPANSION JOINT

2" RIGID INSULATION

7260 SHADELAND STATION
INDIANAPOLIS, IN 46256-3957

TEL 317.547.5580    FAX 317.543.0270
www.structurepoint.com

FULLY SPRINKLERED

8250 Haverstick Road
Suite 285

Indianapolis, IN 46240
317.638.8383
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DOORS SCHEDULES AND DETAILS

08/15/2014

2010.00629.0005

2121 Lake Ave. Fort Wayne, IN 46805

SPS BASEMENT ADDITION
VA PROJECT # 610A4-12-400

AS-601

VA NORTHERN INDIANA
HEALTH CARE SYSTEM,
FORT WAYNE

2121 Lake Ave. Fort
Wayne, IN 46805

01

100% CONSTRUCTION DOCUMENTS

DOOR AND FRAME SCHEDULE

MARK

DOOR SIZE DOOR FRAME

HARDWARE FIRE RATINGWIDTH HEIGHT  MATERIAL TYPE  MATERIAL  TYPE JAMB HEAD

49A 6' - 0" 7' - 0" HM D1 HM F2 J7 H7 11

49C 6' - 0" 7' - 0" HM D1 HM F2 J7 H7 11

53 6' - 0" 7' - 0" HM D1 HM F2 J1 H1 SH-9

53A 3' - 0" 7' - 0" HM D1 HM F2 J1 H1 SH-3D

82 6' - 0" 7' - 0" HM D1 HM F2 J1 H1 SH-9

100A 6' - 0" 7' - 0" HM D1 HM F1 J4 H4 11

100B 7' - 0" 7' - 0" HM D1 HM F2 J1 H1 11

101 3' - 0" 7' - 0" HM D1 HM F2 J1 H1 5 45 MIN

102A 6' - 0" 7' - 0" HM D1 HM F2 J1 H1 10A

102B 3' - 0" 7' - 0" HM D1 HM F2 J1 H1 SH-3

102C 3' - 0" 7' - 0" HM D1 HM F2 J1 H1 5 45 MIN

102D 3' - 0" 7' - 0" HM D1 HM F2 J1 H1 5

103A 3' - 0" 7' - 0" WD D1 HM F2 J1 H1 4

103B 3' - 0" 7' - 0" WD D1 HM F1 J2 H2 1

103C 3' - 0" 7' - 0" WD D1 HM F1 J2 H2 1

103D 3' - 0" 7' - 0" HM D1 HM F2 J1 H1 1A

103E 3' - 0" 7' - 0" HM D1 HM F2 J1 H1 3

103F 3' - 0" 7' - 0" HM D1 HM F2 J1 H1 1A

104A 3' - 0" 7' - 0" HM D1 HM F2 J1 H1 3

104B 3' - 0" 7' - 0" WD D1 HM F1 J2 H2 3A

105 3' - 0" 7' - 0" HM D1 HM F2 J1 H1 4A

106A 6' - 0" 7' - 0" HM D1 HM F2 J1 H1 10A

106B 6' - 0" 7' - 0" HM D1 HM F2 J1 H1 10A

106C 3' - 0" 7' - 0" HM D1 HM F2 J1 H1 4

106D 3' - 0" 7' - 0" HM D1 HM F2 J1 H1 4

106E 3' - 0" 7' - 0" HM D1 HM F2 J1 H1 1

106F 3' - 0" 7' - 0" HM D1 HM F2 J1 H1 5 45 MIN

106G 3' - 0" 7' - 0" HM D1 HM F2 J1 H1 SH-3

107 3' - 0" 7' - 0" HM D1 HM F2 J1 H1 SH-3D

108 3' - 0" 7' - 0" HM D1 HM F2 J1 H1 5A

109A 3' - 0" 7' - 0" HM D1 HM F2 J1 H1 4

109B 3' - 0" 7' - 0" WD D1 HM F1 J2 H2 1

109C 3' - 0" 7' - 0" WD D1 HM F1 J2 H2 1

110A 7' - 0" 7' - 0" HM D1 HM F2 J1 H1 12

110B 3' - 0" 7' - 0" HM D1 HM F2 J3 H3 E1

110C 6' - 0" 8' - 0" HM D1 HM F2 J1 H1 10A

111 3' - 0" 7' - 0" HM D1 HM F2 J1 H1 3

112A 3' - 0" 7' - 0" HM D1 HM F2 J1 H1 3

112B 3' - 0" 7' - 0" HM D1 HM F1 J2 H2 3

112C 3' - 0" 7' - 0" HM D1 HM F1 J2 H2 3

113 3' - 0" 7' - 0" HM D1 HM F2 J1 H1 5

113A 3' - 0" 7' - 0" HM D1 HM F1 J2 H2 5

113B 6' - 0" 8' - 0" HM D1 HM F1 J2 H2 8E

113C 6' - 0" 7' - 0" HM D1 HM F2 J1 H1 10A

114 3' - 0" 7' - 0" HM D1 HM F2 J1 H1 SH-3

116 3' - 0" 7' - 0" HM D1 HM F2 J1 H1 3

201 3' - 0" 7' - 0" HM D1 HM F1 J5 H5 E1

C3 6' - 0" 8' - 0" HM D1 HM F2 J1 H1 10A

C4 7' - 0" 7' - 0" HM D1 HM F2 J7 H7 12

EL1 3' - 0" 7' - 0" HM D1 HM F1 J2 H2 3

EL2 3' - 0" 7' - 0" HM D1 HM F1 J2 H2 3

EL3 3' - 0" 7' - 0" HM D1 HM F1 J2 H2 3

ST1A 3' - 0" 7' - 0" HM D1 HM F2 J4 H4 6A 90 MIN

ST1B 3' - 0" 7' - 0" AL D1 AL SF1 SF1 SF1 E1

ST2 3' - 0" 7' - 0" HM D1 HM F1 J4 H4 5 90 MIN

 1 1/2" = 1'-0"
AS-601

2 DOOR HEAD H2

 1 1/2" = 1'-0"
AS-601

3 DOOR JAMB J1
 1 1/2" = 1'-0"

AS-601

4 DOOR JAMB J2

 1 1/2" = 1'-0"
AS-601

5 DOOR HEAD H1

 1 1/2" = 1'-0"
AS-601

1 DOOR JAMB J3

 1 1/2" = 1'-0"
AS-601

6 DOOR HEAD H3

DOOR TYPES

DOOR FRAME TYPES

 1 1/2" = 1'-0"
AS-601

11 DOOR HEAD H4

 1 1/2" = 1'-0"
AS-601

12 DOOR JAMB J4
 1 1/2" = 1'-0"

AS-601

13 DOOR JAMB J5

 1 1/2" = 1'-0"
AS-601

14 DOOR HEAD H5

 1 1/2" = 1'-0"
AS-601

7 DOOR JAMB J6

 1 1/2" = 1'-0"
AS-601

8 DOOR HEAD H6

 1 1/2" = 1'-0"
AS-601

9 DOOR JAMB J7

 1 1/2" = 1'-0"
AS-601

10 DOOR HEAD H7

 1 1/2" = 1'-0"
AS-601

15 EXTERIOR DOOR SILL
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